UTILITY SECONDARY SPACE
18" (457 mm)
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CIRCUIT BREAKER/DISCONNECT IN NEMA 4X ENCLOSURE.
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mm) UNISTRUT CHANNEL

/ATTACH STAINLESS SIGN BRACKET CLIP TO L BRACKET

STAINLESS STEEL BANDS CINCH TO POLE

L BRACKET ATTACH TO UNISTRUT
174" (6.35mm)THICK, 2" (50mm)WIDE, 6" (150mm)LONG STAINLESS STEEL.

LOOP ON SERVICE ENTRANCE CABLE,
DO NOT VIOLATE MIN. BEND RADIUS OF CABLE.

STAINLESS STEEL SIGN BRACKET CLIP

BANDING—
UTILITY POLE
L BRACKET STAINLESS STEEL

CHANNEL
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IN NEMA 4X ENCLOSURE.
TOP VIEW

DISCONNECT MOUNTING DETAIL

NOTES:
L.~ ALL CONDUIT BUSHINGS SHALL HAVE AN
ISOLATED THROAT.

2.~ PROVIDE HEAT SHRINK BOOT AT THE TOP OF
THE SERVICE ENTRANCE CABLE FOR MOISTURE
PROOFING.

3.~ ALL CONNECTIONS TO GROUND RODS SHALL BE
EXOTHERMIC UNLESS OTHERWISE NOTED.

4.~ ATTACH INCOMING ELECTRIC SERVICE
CABLE TO UTILITY POLE EVERY 5 FEET
USING INSULATED U-NAIL.

5.- PROVIDE CABLE RACK IN HANDHOLES.

6.~ ALL CONDUCTORS SHALL BE COPPER.

7.~ PROVIDE STAINLESS STEEL HARDWARE TO ATTACH

L BRACKETS TO UNISTRUT AND TO SIGN HANGER.

SERVICE ENTRANCE CABLE

\—LNZSTRUT CHANNEL STAINLESS STEEL
"__CIRCUIT BREAKER/DISCONNECT

I 2 (50 mm) GSC ATTACHED TO UTILITY POLE
ol POLE GROUND (BY ELECTRIC UTILITY)
S ———
o ~ . SURVEILLANCE CONTROL CABINET
107-0" TYP. =1—— CONDUIT FOR GROUND
(3.048 m) 3/4” (19 mm) GSC ATT. TO UTILITY POLE
| —CABINET FOUNDATION
2 HOLE GALVANIZED CONDUIT STRAPS HEAVY DUTY HANDHOLE
r> W/GALV. ROOFING NAILS TYP. e ,,/AS CABINET PAD.
FINAL GRADE 18" (457 mm) i FINAL GRADE
6/ 1152 mm) MIN. ;\/E_ % A
TO TOP OF ADAPTER CONDUITS FROM CABINET 14
— " ‘LONG ‘SWEEP ‘ 307 MIN, < o HDHH PAD TO CONTROLLER CABINET | L miit CABLE RACK
2" 50 mm) 65C 90°LONG SWEEP. ELBOW TRENCH : 3 REFER TO TSC TYPICAL TY-1TSC-400%11 iR
(762 mm) FOR LAYOUT, SIZE, AND NUMBER OF STUBS. w10
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COPPER GROUND ROD.
(BY ELECTRIC UTILITY)
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COPPER CLAD GROUND ROD.
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